
Certified Mail 
Return Receipt Requested 

NOV 1 6 2015 
Mark Townsend, CEO 
Townsend Energy 

United States Environmental Protection Agency 
Region I - New England 

5 Post Office Square, Suite 100 
Boston, Massachusetts 02109-3912 

Townsend Oil Company Incorporated 
27 Cherry Street 
Danvers, Massachusetts 01923 

Re: Request for Information, Docket No. CW A-308-RO 1-FY 16-08 

Dear Mr. Townsend: 

On November 3, 2015, a representative from the U.S. Environmental Protection Agency 
("EPA") conducted an inspection of your bulk oil storage and distribution facility located at 75 
West Main Street in Georgetown, Massachusetts ("the Facility"). During the inspection the 
EPA inspector observed deficiencies related to .the Facility's compliance with the Oil Pollution 
Prevention Regulations at 40 C.F .R. Part 112, promulgated under Section 3 11 of the Clean 
Water Act, 33 U.S. C. § 1321. These deficiencies and additional observations are included as 
Attachment A to this letter for your review. Photographs taken during the inspection are 
included as Attachment B (and include EPA comments of certain issues noted in parenthesis). 
Included also is an additional copy of EPA's "SPCC Field Inspection and Plan Review 
Checklist" which was provided to the Facility's representative at the conclusion of the 
inspection. 

Under the authority of Sections 308 and 311(m) ofthe Clean Water Act, 33 U.S.C. §§ 1318 and 
1321(m), you are hereby required to submit to EPA within 30 calendar days of your receipt of 
this letter a response to the issues outlined in this letter and Attachment A. You are also hereby 
required to submit a response to the following: 

1. Specify the full legal name(s) with exact spelling, the business mailing address, and 
telephone number for Townsend Energy and Townsend Oil Company Incorporated 
(hereafter referred to as "Townsend Oil"). If incorporated, specify the state of incorporation 
and the principal place of business. If a partnership, provide the names and addresses of all 
the partners. If Townsend Oil has a parent company, list the parent name and address. 

2. Specify the entity or entities that own or have owned the Townsend Oil facilities located in 
Georgetown, Massachusetts from January 1, 2004) to the present. If any transfer of 
ownership has occurred, specify the owner(s) prior to and following the transfer, and the 
date of transfer. 



3. Submit a copy of a new or revised/amended SPCC Plan. If completion of the Plan and "on­
the-ground" site improvements are not feasible within 30 calendar days, submit a detailed 
and itemized schedule outlining when the Plan and site improvements will be complete. 
Include the name, address, license number, and state of licensure for the registered 
professional engineer certifying the new or revised/amended SPCC Plan. 

4. Provide a statement detailing actions you have taken or expect to take to correct the 
deficiencies specified in Attachments A and B, including, but not limited to, revision of the 
SPCC Plan. 

5. On a monthly basis, until you receive further notice from EPA, submit to EPA a Monthly 
Progress Report detailing all actions being taken by the Facility to fully comply with the Oil 
Pollution Prevention Regulations. The Monthly Progress Report shall be mailed to Mr. 
Canzano at the address noted below no later than the last day of each month. 

The following additional infom1ation shall also be provided within 30 calendar days of your 
receipt of this letter: 

6. If applicable, a list of additional facilities owned and or operated by Townsend Oil 
throughout New England, including the name, location, and total number of employees at 
each facility. For each identified facility, provide the following information: 

a. Provide the aggregate shell capacity of all aboveground oil tanks and containers equal to 
or greater than 55 gallons in size at each facility. 

b. Explain whether each additional facility is subject to the Oil Pollution Prevention 
Regulations at 40 C.F.R. Part 112. 

c. For those faci lities that are subject to the Oil Pollution Prevention Regulations indicate 
whether the facility has a written, professional engineer-certified SPCC Plan or a 
written, self-certified SPCC Plan, and whether the SPCC Plan is being fully 
implemented at the facility; and 

d. For facilities that are required to have an SPCC Plan but either do not have one or are 
not fully implementing their SPCC Plan, provide a time frame for when each facility is 
expected to be in compliance with the Oil Pollution Prevention Regulations. 

7. As noted above, you are required to amend the SPCC Plan as a result of EPA's November 3, 
2015, inspection. Include as part of your response the following information: 

a. The expected or actual total engineering cost to amend the Plan; 

b. A complete and legible copy of the Plan as it appeared on the day of EPA's November 
3, 2015, inspection (i.e. a copy ofthe Draft, January 1, 2004 SPCC Plan, prepared by 
Wilcox & Barton, Inc., (the "January 2004 SPCC Plan"); 

c. An itemized list of each site impr.ovement and the cost to implement each improvement. 
Costs include, but are not limited to, the actual or estimated cost to: paint tanks showing 
surface corrosion, construct sized secondary containment for the loading rack; construct 
general secondary containment for the off-loading area; contract services of a licensed 
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certified tank and piping inspector to conduct a formal external and internal tank 
inspection, and formal piping inspection for all transfer piping, valves and apertures. 
Include estimated or actual costs to repair equipment and facilities not in full compliance 
with EPA's Oil Pollution Prevention Regulations. 

8. Describe, in detail, oil transfer steps and equipment used (i.e., piping, fittings, pumps, 
valves, platform, etc.) for loading oil in oil tanker truck(s) and or equipment from the 
Facility's loading rack and or dispensers. Your description shall include a detailed Process 
Flow Diagram ("PFD") illustrating the Facility's seven 10,000 gallon tanks and two 330 
gallon tanks. The diagram shall illustrate, at a minimum, the tanks, size of tanks and 
containment volume for any diked area around the tanks, all piping and valves, type and size 
of piping and valves, directional flow of oil through pipes and valves during tanker truck 
loading operations from each tank(s), and tanker truck off-loading operations when filling 
tanks. Your diagram shall also illustrate clearly if any tanks are baffled/piped together, and 
if applicable proper isolation valves are employed to isolate tanks and piping and or operate 
tanks together. The diagram shall be stamped by a licensed professional engineer. 

9. Provide a detailed explanation indicating which improvements identified in Section VI 
("Facility Improvements") of the Facility's January 2004 SPCC Plan have been 
implemented or are being implemented. 

I 0. Since November 1, 2012, to the present, provide: ( 1) a list of all employees responsible for 
operations and handling of oil at the Facility and for those people, their annual employee 
training records for SPCC, and rapid response; and (2) drainage discharge records for the 
presence of a sheen for accumulating waters from the Facility's fuel farm containment dike. 
Drainage discharge records should include, date water was discharged from the dike area, 
volume of water discharged (estimated or actual), and name and signature of the person(s) 
conducting the activity. If employee training and or dike drainage records are not 
maintained, then provide a brief explanation for the reason why records are not maintained. 

II . Provide a copy of any formal internal or external tank and or piping inspection records for 
the Facility. 

12. Since January 1, 2004, provide the annual oil output, expressed as gallons per year, from the 
Facility. 

Answers to the above set of questions shall be sent by Certified Mail Return Receipt Requested 
to: 

Joseph Canzano, P.E. 
Region I Oil Spill Prevention Enforcement Coordinator 

U.S. Environmental Protection Agency, Region 1 
5 Post Office Sq., Suite 100, Mail Code OES04-4 

Boston, MA 02109-3912 
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The Small Business Regulatory Enforcement and Fairness Act ("SBREF A") provides small 
businesses the opportunity to submit comments on regulatory enforcement at the time of an 
EPA enforcement action. The enclosed Information Sheet contains information regarding your 
rights, and describes compliance assistance that may be available to you. The Small Business 
Ombudsman may be reached at 1-800-368-5888. EPA routinely provides this information to 
businesses whether or not they qualify as small businesses, as defined by the Small Business 
Administration. Please be aware that availing yourself of this opportunity does not relieve your 
facility of its responsibility to comply with applicable federal and state laws and regulations. 

Noncompliance with the Oil Pollution Prevention Regulations constitutes a violation of the 
federal Clean Water Act for which both injunctive relief and penalties may be sought. The EPA 
reserves its right to take further enforcement action pursuant to the federal Clean Water Act, and 
other applicable laws, including the right to seek penalties, for any violations detected at the 
above-referenced inspection. Although preparation and/or revision and submittal of an SPCC 
Plan to EPA does not preclude EPA from seeking penalties for violations of the federal Clean 
Water Act, your prompt response towards coming into fu ll compliance with the Oil Pollution 
Prevention Regulations will be taken into account in determining EPA's enforcement response. 

Compliance with this information request is mandatory. Failure to respond fully and 
truthfully, or to adequately justify any failure to respond, within the time frame specified above, 
also constitutes a violation of the federal Clean Water Act subject to enforcement action, 
including the assessment of civil penalties. In addition, providing false, ficti6ous, or fraudulent 
statements or representations may subject you to criminal prosecution under 18 U .S.C. § 1001. 
If information or documents not known or available to you as of the date of submission of your 
response to this request should later become known or available to you, you must supplement 
your response to EPA. Moreover, should you find at any time after the submjssion of the 
response that any portion of the submitted information is false or misrepresents the truth, you 
must notify EPA ofthis fact as soon as possible, and provide a corrected response. 

You may, if you desire, assert a business confidentiality claim covering part or all ofthe 
information requested in the manner described by 40 C.F.R. § 2.203(b). Information covered 
by such a claim wi ll be disclosed by EPA only to the extent, and by means of the procedures, 
set forth in 40 C.F.R. Part 2, Subpart B. If no such claim accompanies the information when it 
is received by EPA, the information may be made available to the publ ic without further notice 
to you. 

Your response to this Request must be accompanied by the Statement of Certification that is 
signed and dated by the person who is authorized to respond to the Request on behalf of 
the company. The Statement of Certification is enclosed with this letter. 
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Jf you have any questions concerning your compliance with this letter or how to respond, 
contact Joseph Canzano, Oil Spill Prevention Compliance Coordinator directly at ( 61 7) 918-
1763, or you may have your attorney contact Rohemir Ramirez Ballagas, EPA's attorney in this 
matter at (617) 918-1262. For more information on EPA's Oil Pollution Prevention Regulation 
go to www.epa.gov/oi lspill where EPA provides general guidance and documentation on EPA's 
Oil Pollution Prevention Regulations and SPCC Plan development. 

James Chow, Manager, 
Technical Enforcement Office 
Office of Environmental Stewardship 

Enclosures 

cc: Barry Davis, Director or Safety, Compliance & Facilities, Townsend Oil 
Albert Beardsley, Fire Chief, Town of Georgetown, Massachusetts 
Joseph Canzano, EPA Region 1 (electronically) 
Rohemir Ramirez Ballagas, EPA Region 1 (electronically) 

5 





Attachment B 

Townsend Oil 
75 West Main Street 

Georgetown, MA 01833 

42° 43' 38" N 
70° 59' 35" w 

November 03, 2015 
EPA Inspection 





































































































































































Office of Enforcement and Compliance Assurance (220 I A) 
EPA-300-B-15-001 May 2015 

lJ.S. EPA Sn1all Business Resources Information Sheet 

The United States Environmental Protection Agency provides an array of resources to help 
small businesses understand and comply with federal and state environmental laws. In 
addition to helping small businesses understand their environmental obligations and improve 
compliance, these resources will also help such businesses find cost-effective ways to comply 
through pollution prevention techniques and innovative technologies. 

Small Business Programs 
www.epa.gov /small business 
EPA's Office of Small Business 
Programs (OSBP) advocates and 
fosters opportunities for direct and 
indirect partnerships, contracts, and 
sub-agreements for small businesses 
and socio-economically disadvantaged 
businesses. 

EPA's Asbestos Small Business 
Ombudsman 
www.epa.gov/sbo or 1-800-368-5888 
The EPA Asbestos and Small Business 
Ombudsman (ASBO) serves as a 
conduit for small businesses to access 
EPA and facilitates communications 
between the small business 
community and the Agency. 

EPA's Compliance Assistance 
Homepage 
www2.epa.gov/compliance 
This page is a gateway industry 
and statute-specific environmental 
resources, from extensive web­
based information to hotlines and 
compliance assistance specialists. 

EPA's Compliance Assistance 
Centers 
www.assistancecenters.net 
EPA's Compliance Assistance Centers 
provide information targeted to 
industries with many small businesses. 
They were developed in partnership 
with industry, universities and other 
federal and state agencies. 

Agriculture 
www.epa.gov/agriculture/ 

Automotive Recycling 
www.ecarcenter.org 

Automotive Service and Repair 
ccar-greenlink.org! or 1-888-GRN­
LINK 

Chemical Manufacturing 
www.chemalliance.org 

Construction 
www.cicacenter.org or 1-734-995-
4911 

Education 
www.campuserc.org 

Food Processing 
www.fpeac.org 

Health care 
www.hercenter.org 

Local Government 
www.lgean.org 

Metal Finishing 
www.nmfrc.org 

Paints and Coatings 
www. paintcenter.org 

Printing 
www.pneac.org 

Ports 
www. portcompl iance.org 

Transportation 
www.tercenter.org 

U.S. Border Compliance and 
Import/Export Issues 
www. bordercenter.org 

EPA Hotlines, Helplines and 
Clearinghouses 
www2.epa.gov/home/epa­
hotlines 
EPA sponsors many free 
hotlines and clearinghouses 
that provide convenient 
assistance regarding 
environmental requirements. 
Some examples are: 

Clean Air Technology Center 
(CATC) Info-line 
www.epa.gov/ttn/catc or l-919-541-
0800 

Superfund, TRI, EPCRA, RMP 
and Oil Information Center 
www.epa.gov/superfund/contacts/ 
infocenter/index.htm or 1-800-424-
9346 

EPA Imported Vehicles and 
Engines Public Helpline 
www.epa.gov/otaq/imports or 
734-214-4100 

National Pesticide Information 
Center 
www.npic.orst.edu/ or 1-800-858-
7378 

National Response Center 
Hotline to report oil and hazardous 
substance spills- www.nrc.uscg.m il 
or 1-800-424-8802 

Pollution Prevention Information 
Clearinghouse (PPIC)- www.epa. 
gov/opptintr/ppic or 1-202-566-0799 

Safe Drinking Water Hotline­
www.epa.gov/drink/hotline/index.cfm 
or 1-800-426-4791 



Sn1all Business Resources 

Stratospheric Ozone Protection Hotline 
www.epa.gov/ozone/comments.htm or 1-800-296-1996 

Toxic Substances Control Act (TSCA) Hotline 
tsca-hotline@epa.gov or 1-202-554-1 404 

Small Entity Compliance Guides 
http://www.epa.gov/sbrefa/compliance-guides.html 
EPA publishes a Small Entity Compliance Guide (SECG) 
for every rule for which the Agency has prepared a final 
regulatory fl exibility analysis, in accordance with Section 604 
of the Regulatory Flexibility Act (RFA). 

Regional Small Business Liaisons 
http://www.epa.gov/sbo/rsbl .htm 
The U.S. Environmental Protection Agency (EPA) Regional 
Small Business Liaison (RSBL) is the primary regional 
contact and often the expert on small business assistance, 
advocacy, and outreach. The RSBL is the reg ional voice for 
the EPA Asbestos and Small B!Jsiness Ombudsman (ASBO). 

State Resource Locators 
www.envcap.org/statetools 
The Locators provide state-specific contacts, regulations and 
resources covering the major environmental laws. 

State Small Business Environmental Assistance 
Programs (SBEAPs) 
www.epa.gov/sbo/507program.htm 
State SBEAPs help small businesses and assistance providers 
understand environmental requirements and sustainable 
business practices through workshops, trainings and site visits. 

EPA's Tribal Portal 
www.epa.gov/tribalportal/ 
The Portal provides access to information on environmental 
issues, laws, an'd resources related to federally recognized 
tribes. 

EPA Compliance Incentives 
EPA provides incentives for environmental compliance. By 
participating in compliance assistance programs or voluntarily 
disclosing and promptly correcting violations before an 
enforcement action has been initiated, businesses may be 
eligible fo r penalty waivers or reductions. EPA has two such 
policies that may apply to small businesses: 

EPA's Small Business Compliance Policy 
www2.epa.gov/enforcemcnt/small-businesses-and-enforcement 
This Policy offers small businesses special incentives to come 
into compliance voluntari ly. 
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EPA's Audit Policy 
www2.epa.gov/compliance/epas-audit-policy 
The Policy provides incentives to all businesses that 
voluntarily discover, promptly disclose and expeditiously 
correct their noncompliance. 

Commenting on Federal Enforcement Actions and 
Compliance Activities 
The Small Business Regulatory Enforcement Fairness Act 
(SBREFA) established a SBREFA Ombudsman and I 0 Regional 
Fairness Boards to receive comments from small businesses 
about federal agency enforcement actions. If you believe that 
you fall within the Small Business Administration's definition 
of a small business (based on your North American Industry 
Classification System designation, number of employees or 
annual receipts, as defined at 13 C.F.R. 121.201 ; in most cases, 
this means a business with 500 or fewer employees), and wish 
to comment on federal enforcement and compliance activities, 
call the SBREFA Ombudsman's toll-free number at 1-888-
REG-FA IR ( 1-888-734-3247). 

Every small business that is the subject of an enforcement or 
compliance action is entitled to comment on the Agency's actions 
without fear of retaliation. EPA employees are prohibited from 
using enforcement or any other means of retaliation against any 
member of the regulated community in response to comments 
made under SBREFA. 

Your Duty to Comply 
If you receive compliance assistance or submit a comment 
to the SBREFA Ombudsman· or Regional Fairness Boards, 
you still have the duty to comply with the law, including 
providing timely responses to EPA information requests, 
administrative or civil complaints, other enforcement actions 
or communications. The assistance information and comment 
processes do not give you any new rights or defenses in any 
enforcement action. These processes also do not affect EPA's 
obligation to protect public health or the environment under any 
of the environmental statutes it enforces, including the right to 
take emergency remedial or emergency response actions when 
appropriate. Those decisions will be based on the facts in each 
situation. The SBREFA Ombudsman and Fairness Boards do 
not participate in resolving EPA's enforcement actions. Also, 
remember that to preserve your rights, you need to comply with 
all rules governing the enforcement process. 

EPA is disseminating litis information to you without making 
a determination that your business or organization is a small 
business as defined by Section 222 of the Small Business 
Regulatory Enforcement Fairness Act or related provisions. 
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U.S. ENVIRONMENTAL PR()TECTION AGENCY 
SPCC FIELD INSPECTION AND PLAN REVIEW CHECKLIST 

ONSHORE FACILITIES (EXCLUDING OIL DRILLING, PRODUCTION AND WORKOVER) 

Overview of the Checklist 
This checklist is designed to assist EPA inspectors in conducting a thorough and nationally consistent inspection of a 
facility's compliance with the Spill Prevention, Control, and Countenneasure (SPCC) rule at 40 CFR part 112. It is a 
required tool to help federal inspectors (o~ their contractors) record observations for the site inspection and review of the 
SPCC Plan. While the checklist is meant to be comprehensive, the inspector should always refer to the SPCC rule in its 
entirety, the SPCC Regional Inspector Guidance Document, and other relevant guidance for evaluating compliance. This 
checklist must be completed In order for an inspection to count toward an agency measure (i.e., OEM inspection 
measures or GPRA). The completed checklist and supporting documentation (i.e. photo logs or additional notes) serve as 
the inspection report. 
This checklist addresses requirements for onshore facilities including Tier II Qualified Facilities (excluding facilities 
Involved in oil drilling, production and workover activities) that meet the eligibility criteria set forth in §112.3(g)(2). 

Separate standalone checklists address requirements for: 

Onshore oU drilling, production, and workover facilities including Tier II Qualified Facilities as defined in §112.3(g)(2); 
Offshore drilling, production and workover facilities; and 

Tier I Qualified FaclliUes (for facilities that meet the eligibility criteria (fefined In §112.3(g)(1)) 
Qualified facilities must meet the rule requirements in §112.6 and other applicable s~tions specified in §112.6, except for 
deviations that provide environmental equivalence and secondary containment impracticability determinations as allowed 
under §112.6. 
The checklist is organized according to the SPCC rule. Each item in the checklist identifies the relevant section and 
paragraph in 40 CFR part 112 where that requirement is stated. 

• Sections 112.1 through 112.5 specify the applicability of the rule and requirements for the preparation, 
implementation, and amendment of SPCC Plans. For these sections, the checklist includes data fields to be 
completed, as well as several questions with "yes,• "no" or "NA" answers. 

• Section 112.6 includes requirements for qualified facilities. These provisions are addressed in Attachment D. 
• Section 112.7 includes general requirements that apply to all facilities (unless otherwise excluded). 
• Sections 112.8 and 112.12 specify requirements for spill prevention, control, and countenneasures for 

onshore facilities (excluding production facilities). 
The inspector needs to evaluate whether the requirement Is addressed adequately or inadequately In the SPCC Plan and 
whether it is implemented adequately in the field (either by field observation or record review). For the SPCC Plan and 
implementation in the field, If a requirement is addressed adequately, mark the "Yes" box in the appropriate column. If a 
requirement is not addressed adequately, mark the "No" box. If a requirement does not apply to the particular facility or 
the question asked is not appropriate for the facility, mark as "NN. Discrepancies or descriptions of inspector 
interpretation of "No" vs. "NA • may be documented in the comments box subsequent to each section. If a provision of the 
rule applies only to the SPCC Plan, the "Field" column is shaded. 
Space is provided throughout the checklist to record comments. Additional space is available as Attachment E at the end 
of the checklist. Comments should remain factual and support the evaluation of compliance. 
Attachments 

• Attachment A is for recording information about containers and other locations at the facility that require 
secondary containment. 

• Attachment B is a checklist for documentation of the tests and inspections the facility operator is required to 
keep with the SPCC Plan. 

• Attachment C is a checklist for oil spill contingency plans following 40 CFR 109. Unless a facility has 
submitted a Facility Response Plan (FRP) under 40 CFR 112.20, a contingency plan following 40 CFR 109 is 
required if a facility determines that secondary containment is impracticable as provided in 40 CFR 112.7(d). 
The same requirement for an oil spill contingency plan applies to the owner or operator of a facility with 
qualified oil-filled operational equipment that chooses to implement alternative requirements instead of 
general secondary containment requirements as provided in 40 CFR 112.7(k). 

• Attachment D is a checklist for Tier II Qualified Facilities. 
• Attachment E is for recording additional comments or notes. 
• Attachment F is for recording information about photos. 
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FACILITY INFORMATION 

FACILITY OPERATOR NAME (IF DIFFERENT FROM O'MIER - IF NOT. PRIIIIT "SAN E"): 

OPERA TOR ADDRESS: 

CITY: ZIP: COUNTY: 

TYPE(S) OF OIL STORED: 

LOCATED IN INDIAN COUNTRY? i YES ; NO RESERVATION NAME: 

INSPECTION/PLAN REVIEW INFORMATION 

PLAN REVIEW DATE: REVIEWER NAME: {'AN' NJO 
INSPECTION DATE: 

LEAD INSPECTOR: 

OTHER INSPECTOR(S): 

INSPECTION ACKNOWLEDGMENT 

INSPECTOR SIGNATURE: DATE: 

DATE: 
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SPCC TIER II QUALIFIED FACILITY APPUCABILITY-40 CFR 112.3(gK2) 

The aggregate aboveground oil storage capacity is 10,000 U.S. gallons or less At!Q 

In the three years prior to the SPCC Plan self-certification date, or since becoming subject to the rule (if the 

facility has been in operation for less than three years), the facility has tiQI had: 

• A single discharge as described in §112.1(b) exceeding 1,000 U.S. gallons, QB. 

• Two discharges as described in §112.1(b) each exceeding 42 U.S. gallons within any twelve-month period1 

Date facility began operations: 

Date of initial SPCC Plan preparation: 

112.3(a) For facilities (except fanns), Including mobile or portable facilities: 

• In operation on or prior to November 10, 2011 : Plan prepared and/or amended and fully 

implemented by November 10, 2011 

• Beginning operations after November 10, 2011, Plan prepared and fully implemented 

before beginning operations 

Forfanns (as defined In §112.2): 
• In operation on or prior to August 16, 2002: Plan maintained, amended and 

implemented by May 10, 2013 

• Beginning operations after August 16, 2002 through May 10, 2013: Plan prepared and 

fully implemented by May 10,2013 

• Beginning operations after May 10, 2013: Plan prepared and fully implemented before 

beginning operations 

112.3(d) Plan is certified by a registered Professional Engineer (PE) and includes statements that the 

PE Name: 

PE attests: 

• PE is familiar with the requirements of 40 CFR part 112 

• PE or agent has visited and examined the facility 

• Plan is prepared in accordance with good engineering practice including consideration 

of applicable industry standards and the requirements of 40 CFR part 112 

• Procedures for required inspections and testing have been established 

• Plan is adequate for the facility 

License No.: State: ~,-.J Date of certification: 

Plan available onsite if attended at least 4 hours per day. If facility is unattended, Plan is 

available at the nearest field office. 
(Please note nearest field office contact information in comments section below.) 

Comments: ;;;: ; /, 6 ~ , N ,Jk t1 .p ~ ~ 

P~" c)t'd.s. (J '/17, e , /37 t.e'"''?lf~ a/ 

(]ves 

Oves 0No 

[Jves 0No 

l;aYes 0No DNA 

OvesONo~ 

Dves 0No GJNA 

Oves 0No ~A 

Yes 0No GltfA 
Dves NA 

~es0No0NA 
Dves~o DNA 

[31es 0No DNA 

Dves~o0NA 
Git(o DNA 

' Oil discharges that result from natural disasters, acts of war, or terrorism are not included in this determination. The gallon amount(s) specified (either 

1,000 or 42) refers to the amount of oil that actually reaches navigable waters or adjoining shorelines not the total amount of oil spilled. The entire 

~olume of the discharge is oil for this determination . 

. An o~erloperator who ~elf-certifies a Tier II SPCC Plan may include environmentally equivalent alternatives and/or secondary containment 

1mpractocabdity determinations when reviewed and certified by a PE. 
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SPCC GENERAL APPLICABILITY-40 CFR 112.1 

IS THE FACILITY REGULATED UNDER 40 CFR part 112? 

Efves 0No The completely buried oil storage capacity is over 42,000 U.S. gallons, QR_the aggregate aboveground 
oil storage capacity is over 1,320 U.S. gallons ANQ 

9Yes 0No The facility is a non-transportation-related facility engaged in drilling, producing, gathering, storing, 
processing, refining, transferring, distributing, using, or consuming oil and oil products, which due to its 
location could reasonably be exPected to discharge oil into or upon the navigable waters of the United 
States 

AFFECTEDWATERWAY(S): 'fP111U~flef': f611t-i,l/~ll- -. jDISTANCE: / f!JfJ IC 
FLOW PATH TO WATERWAY: • '7;.~tM-.K'i.JfP•Z,.. 

tJ, ~1(.. hocf-I/IJ,I.; If .s . .:/;/.,( t!! P- <> t'•t'S . 

Note: The following storage capacity is not considered in determining applicability of SPCC requirements: 
· Equipment subject to the authority of the U.S. Department of • Containers smaner than 55 U.S. gallons; 

Transportation, U.S. DepartmtJnt of the Interior, or Minerals 
• Permanentfy closed contaln11ra (as d11flnfld In §112.2); Man11gemant S11rvice, as d11fined In Memoranda of Understanding d11ted 

NovtJmbtJr 24, 1971, and NOVtJmber 8, 1993; Tank tnJcks that retum to 
• Motive powercontalne!$(as definfld In §112.2); an otherwise regulated facility that contain only residual amounts of oil 

(EPA Policy lettetj • Hot-mbc asphalt or any hot-mbc asphalt containers; 
· Completely buried tanks subject to a// the technical requiremtJnts of 40 

• Heating oil containers used solely at a single-family residence; CFR part 280 or a state program approved undtJr 40 CFR part 281; 
• Underground oil storage tanks deferred under 40 CFR part 280 that • Pesticide application equ/pm11nt and relatfld mix containers; 

supply emef98ncy diesel generators at a nuclear power generation 
• Any milk and milk product container and associatfld piping and facility licensed by the Nuclear Regulatory Commission (NRC) and 

subject to any NRC provision regarding design end quality criteria, appurtenances; and 
Including but not limited to CFR part 50; • Intra-facility gathering fines subject to the regulatory requirements 

• Any facl/ity or part thereof used exclusivtJiy for wastewater treatment of 49 CFR part 192 or 195. 
(production, tecovel)' or recycling of oil Is not considered wastewater 
treatment); (This does not Include oth11r oil containers /ocatfld at a 
wastewater tteatment facHity, such as generator tanks or transformers) 

Does the facility have an SPCC Plan? 0ves 0No 

FACIUTY RESPONSE PLAN (FRP) APPUCABIUTY--40 CFR 112.20(f) 

A non-transportation related onshore facility is required to prepare and implement an FRP as ouUined in 40 CFR 112.20 if: 

0The facility transfers oil over water to or from vessels and has a total oil storage capacity greater than or equal to 
42,000 U.S. gallons, QR -

0rhe facility has a total oil storage capacity of at least 1 million U.S. gallons, AND at least one of the following is true: 

0The facility does not have secondary containment sufficienUy large to contain the capacity of the largest aboveground 
tank plus sufficient freeboard for precipitation. 

0The facility is located at a distance such that a discharge could cause injury to fish and wildlife and sensitive 
environments. 

0The facility is located such that a discharge would shut down a public drinking water intake. 
0The facility has had a reportable discharge greater than or equal to 10,000 U.S. gallons in the past 5 years. 

Facility has FRP: Oves ~o DNA I FRP Number: 

Facility has a completed and signed copy of Appendix C, Attachment C-11, 
"Certification of the Applicability of the Substantial Harm Criteria." Oves ~o 
Comments: 

... 
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AMENDMENT OF SPCC PLAN BY REGIONAL ADMINISTRATOR (RA)-40 CFR 112.4 
~ 

112.4(a),(c) Has the facility discharged m~re than 1,000 U.S. gallons. of on in a single reportable discha~e Oves 13No or more than 42 U.S. gallons 10 each of two reportable discharges in any 12-month period? 

If YES • Was information submitted to the RA as required in §112.4(a)?4 
Oves 0No0NA 

• Was information submitted to the appropriate agency or agencies in charge of oil 
Dves 0No DNA pollution control activities In the State In which the facility is located§112.4(c) 

• Date(s) and volume(s) of reportable discharges(s) under this section: 

• Were the discharges reported to the NRC!>? Dves 0No 
112.4(d),(e) Have changes required by the RA been implemented in the Plan and/or facility? Oves 0No DNA 

Comments: J?,.._,,.~~v /o ""/,d JW..!.<nd ~"-" /)a,~ /)() n-;:>•'r~a b~ 

(lt~rh~u'/~ <"If /~~'/f'.t ~, 

AMENDMENT OF SPCC PLAN BY THE OWNER OR OPERA TOR--40 CFR 112.5 

112.5(a) Has there been a change at the facility that materially affects the potential for a discharge gYes 0No 
described in §112.1(b)? 

If YES • Was the Plan amended within six months of the change? Oves~o 
• Were amendments implemented within six months of any Plan amendment? Dves ~o 

112.6(b) Review and evaluation of the Plan oompleted at least once every 5 years? Oves £3No DNA 
Following Plan review, was Plan amended within six months to include more effective Oves 0No DNA 
prevention and oontrol technology that has been field-proven to significantly reduce the 
likelihood of a discharge described in §112.1(b)? 
.Amendments implemented within six months of any Plan amendment? Oves~ONA 
Five year Plan review and evaluation documented? Dves No DNA 

112.5(c) Professional Engineer certification of any technical Plan amendments in accordance with all Oves 0No DNA 
applicable requirements of §112.3(d) [Except for self-certified Plans] 

Name: I Uoense No.: I state: I Date of certification: 

Reason for amendment: 

Comments: ,i) ~,.~f.· k ,6:, I. J- jJCQ;r::/1,1~ ( #//1:/~ 

t')wl,J .b.jf t/lf.J v/e afC d-4 - r.-;;,-~· 
;tt! /""' f... /1:.fr ~ 
eA~~~tt 9 .a,/ o/'; II 

('()" , , ,; ~NI m /Jl( It, 

3 
A reportable discharge is a discharge as described In §112.1(b)(see 40 CFR part 110). The gallon amount(s) specified (either 1,000 or 42) refers to the 

amount of oil that actually reaches navigable waters or adjoining shorelines not the total amount of oil spilled. The entire volume of the discharge is oil 
for this determination. 
• Triggering this threshold may disqualify the facility from meeting the Qualified Facility criteria if it occurred in the three years prior to self certification 5 

Inspector Note-Confirm any spills identified above were reported to NRC 
Onshore Facilities (Excluding Oil Production) Page 5 of 14 December 2012 (12-10-12) v4 



GENERAL SPCC REQUIREMENTS-40 CFR 112.7 

Management approval at a level of authority to commit the necessary resources to 

fully implement the Plan6 

Plan follows sequence of the rule or is an equivalent Plan meeting all applicable rule 

requirements and includes a cross-reference of provisions 

If Plan calls for facilities, procedures, methods, or equipment not yet fully operational, 

details of their installation and start-up are discussed (Note: Relevant for inspection 

evaluation and testing baselines.) 

112.7(a)(2) The Plan includes deviations from the requirements of §§112.7(g), 

(h)(2) and (3), and (i) and applicable subparts B and C of the rule, 

except the secondary containment requirements in §§112.7(c) and 

(h){1), 112.8(c){2),112.8{c){11), 112.12(c)(2), and 112.12(c){11) 

If YES • The Plan states reasons for nonconformance 

• Alternative measures described in detail and provide equivalent 

environmental protection (Note: Inspector should document if 
the environmental equivalence is implemented in the field, in 

accordance with the Plan's description) 

oe.ro;; ; :::/' ~~~' ·;;:;,:e o.f ~le t Mc/.t,{o uvs!- ~;t'~/<"/)(e 

PI NJvkAfj ft .. '£.vl~tc./J~ , 

5 Cc fr:;.._, 71£ ' f P!c~,, J1J {J&; r vcedV/f!..!>;t <! /-:,,~,...; 

1 
May be part of the Plan or demonstrated elsewhere. 
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112.7(a)(3) Plan describes physical layout of facility and Includes a diagram7 

that identifies: 
• Location and contents or an regulated fiXed oil storage containers 
• Storage areas where mobile or portable containers are located 
• Completely buried tanks otherwise exempt from the SPCC requirements 

(marted as ·exempt') 
• Transfer stations 
• Connecting pipes, including lnlla-facility gathering lines that are 

otherwise exempt from the requirements of this under 12.1(d)(11) 

Plan addresses each of the following: 

(i) For each fixed container, type of oil and storage capacity (see 
Attachment A of this checklist). For mobile or portable containers, 
type of oil and storage capacity for each container or an estimate of 
the potential number of mobile or portable containers, the types of 
oil, and antiCipated storage capacities 

(ii) Discharge prevention measures, including procedures for routine 
handling of products (loading, unloading, and facility transfers, etc.) 

(iii) Discharge or drainage controls, such as secondary containment 
around containers, and other structures, equipment, and procedures 
for the control of a discharge 

(iv) Countermeasures for discharge discovery, response, and cleanup 
(both facility's and contractor's resources) 

(v) Methods of disposal of recovered materials in accordance with 
applicable legal requirements 

(vi) Contact list and phone numbers for the facility response coordinator, 
National Response Center, cleanup contractors with an agreament 
for response, and all Federal, State, and local agencies Who must 
be contacted in the case of a discharge as described in §112.1(b) 

~0 
[]ves ~ 

rn}es 0No 

fjyes 0No 

0v'es l?.o 

112. 7(•)(4) Does not -,ply If Ute facility has submitted an FRP under §112.20: Oves 0No 
Plan includes information and procedures that enable a person reporting 
an oil discharge as described in §112.1(b) to relate information on the: 
• Exad address or location and phone • Desaiplion or all affected media; 

number or the facility; • Cause of the discharge; 
• Date and time of the discharge; • Damages or Injuries caused by the discharge; 
• Type or material discharged; • Actions being used to stop, remove, and 
• Estimates of the total quanllly discharged; mitigate the effects of the discharge; 
• Estimates of the quanllly discharged as • Vl.tlelher an evacuation may be needed; and 

described in §112.1(b); • Names of Individuals andlor organizations vmo 
• Source of the discharge; have also been contaded. 

112. 7(a)(5) Does not apply If the facility hn submitted a FRP under §112.20: 
Plan organized so that portions describing procedures to be used 
When a discharge occurs will be readily usable in an emergency 

112.7(b) Plan includes a prediction of the direction, rate of flow, and total Oves 
quantity of oil that could be discharged for each type of major 
equipment failure Where experience indicates a reasonable potential 
for equipment failure 

FIELD 

Oves No 

Oves 0No 

Oves 0No 

Oves 0No 

7 
Note In comments any discrepancies between the facility diagram, the description of the physical layout of facility, and what Is observed In the field 
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PLAN FIELD 

112.7(c) Appropriate containment and/or diversionary structures or equipment are provided to prevent a discharge as described 

in §112.1(b). except as provided in §112.7(k) of this section for certain qualified operational equipment The 

entire containment system, including walls and floors, are capable of containing oil and are constructed to prevent 

escape of a discharge from the containment system before cleanup occurs. The method, design, and capacity for 

secondary containment address the typical failure mode and the most likely quantity of oil that would be discharged. 

See Attachment A of this checklist 

112.7(d) 

If YES 

Comments: 

For onshore facilities, one of the following or its equivalent: 

• Dikes. berms. or retaining walls sufficiently • Weirs, bOoms or other barriers; 

impervious to contain oil; • SpWI diversion pond: 

• Curbing or drip pans: • Retention ponds; or 

• Sumps and coMection systems: • Sortlent materials. 

• Culvertlng, gutters or other drainage systems; 

Identify which of the following are present at the facility and if appropriate containment and/or diversionary structures or 

equipment are provided as described above: , _/ 
1 
_J 

D Bulk storage containers ~ 1..1Yes 0No DNA : ~YesONo DNA 

0Mobilelportable containers !DYes 0No 13NA ! 0Yes0No ITNA 

Ooil-filled operational equipment (as defined in 112.2) I DYes 0No ~A 

1

; DYes 0No [JN'"A 

Dother oil-filled equipment (i.e., manufacturing equipment) I DYes 0No ~ 0Yes0No [!INA 

0Piping and related appurtenances I ~Yes 0No DNA I l3'Yes0No DNA 

0Mobile refuelers or non-transportation-related tank cars ~ DYes~ DNA ! 0Yes~o DNA 

0 Transfer areas, equipment and activities I []{es 0No DNA ; [2(ves 0No 0 NA 

01dentify any other equipment or activities that are not listed . DYes 0No DNA : DYes 0No 0 NA 

above: 

Secondary containment for one (or more) of the following provisions DYes 
is determined to be impracticable: 

0General secondary containment Osulk storage containers 

§112.7(c) §§112.8(c)(2)1112.12(c)(2) 

0Loadingfunloading rack 0 Mobilefportable 

§112.7(h)(1) contalners§§112.8(c)(11)f 
112.12(c)(11) 

• The impracticability of secondary containment is clearly DYes ONo DNA DYes ONo DNA 

demonstrated and described in the Plan 

• For bulk storage containers,
8 

periodic integrity testing of DYes DNa ~A DYes 0No DNA 

containers and integrity and leak testing of the associated valves 
and piping is conducted 

(Does not apply If the facility has .submitted a FRP under §112.20): 0 0 O 
Yes No NA 

• Contingency Plan following the provisions of 40 CFR part 109 is 
provided (see Attachment C of this checklist) AHQ 

• Written commitment of manpower, equipment, and materials DYes ONo DNA DYes 0No DNA 

required to expeditiously control and remove any quantity of oil 
discharged that may be harmful -

• These additional requirements apply only to bulk storage containers, when an impracticability determination has been made by the PE 
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PLAN FIELD· 
112.7(8) Inspections and tests conducted in accordance with written 

la,es 0No Oves~o procedures 

Record of inspections or tests signed by supervisor or inspector Oves~ Oves~ Kept with Plan for at least 3 years (see Attachment B of this 
Dves~ DvesBN'o checklist)11 

112.7(1) Personnel, training, and oil discharge prevention procedures , 
(1) Training of oil-handling personnel in operation and maintenance of l3Yes 0No DNA Dvesi3No DNA 

equipment to prevent discharges; discharge procedure protocols; 
applicable pollution control laws, rules, and regulations; general 
facility' operations; and contents of SPCC Plan 

~s0No0NA ~es0No0NA (2) Person designated as accountable for discharge prevention at the 
facility and reports to facility management 

~s0No0NA Oves~ONA (3) Discharge prevention briefings conducted at least once a year for oil 
handling personnel to assure adequate understanding of the Plan. 
Briefings highlight and describe known discharges as described in 
§112.1(b) or failures, malfunctioning components, and any recently 
developed precautionary measures , 

112.7(g) Plan describes how to: 12Jves 0No DNA 0ves0No0NA 
• Secure and control access to the oil handling, processing and 

,Gv,;,..U I d-b ~ 11~~/ storage areas; 
• Secure master flow and drain valves; 
• Prevent unauthorized access to starter controls on oil pumps; Jh;h~ /J. ,; ~6(! IV 
• Secure out-of-service and loading/unloading connections of oil 

pipelines; and rt~v'tt'IV ~ 
• Address the appropriateness of secunty lighlin~ to both prevent 

acts of vandalism and assist in tne aiscovery 0 oil discharges. 

112.7(h) Tank car and tank truck loading/unloading rack10 Is present at the facility IZrves 0No 
Loading/unloading reck means 8 fixed structure (such as 8 platform, gangway) necessary for loading or unloading a tank truck or tank 
car, v.tllch Is located at a facility subject to the requirements of this part. A loading/unloading rack includes a loading or unloading arm. 
and may Include any combination of the foNowing: piping assemblages, valves, pumpa, shut-off devices, overfill sensors, or personnel 
safety devices. , ~ 

If YES (1) Does loading/unloading rack drainage flow to catchment basin or Oves B'No DNA Dves 13No DNA 
treatment facility designed to handle discharges or use a quick · 
drainage system? ' 

Dves~o DNA Oves~ONA Containment system holds at least the maximum capacity of the 
largest single compartment of a tank car/truck loaded/unloaded at 
the facHity 

-'~ .. 
(2) An intertocked warning light or physical barriers, wamlng signs, 

wheel chocks, or vehicle brake interlock system in the area adjacent 
Oves 0'No DNA Ovesl3No DNA 

to the loading or unloading rack to prevent vehicles from departing 
before complete disconnection of flexible or fixed oil transfer lines 

(3) lower-most drains and all outlets on tank cars/trucks inspected prior Oves0No0NA Oves0No0NA 
to fillingldeparture, and, if necessary ensure that they are tightened, 

u;.~JI/J~ "'N KJ.JI)a.JA./ adjusted, or replaced to prevent liquid discharge while in transit l"\ 

Comments: P..vl .Ill tt11-lf.) A" ~ s, 1R Jllf/'~~~!7~#1~ (/) ,-,.. <1/ $ 
cl, ,; ;, - " I Oc I vd'("" ..s /; rl I' .5 /10 f J I /If, to" A,/ fi",~, r (J 

~"Z)/11/I<Pill ~ ~ IC. .1' ~. ~ t-6-
tt!Str''"~ I I /~ccpds, /~ f",. ., r?tJ,J, /J.r ft. /::rx-t ,i" 

.P IN" 6! -~d ;x~xvmel ,111ql~ ..tP j?,tM.-t? ffCc~, 
j/]y~· ( ( I t 

'Records of Inspections and tests kept under usual and customary business practices will suffice 
10 

Note that a tank car/truck loadingfunloading rack must be present for §112.7(h) to apply 
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112.7(1) Brittle fracture evaluation of field-constructed aboveground 

containers is conducted after tank repair, alteration, reconstruction, 
or change in service that might affect the risk of a discharge or after 

a discharge/failure due to brittle fracture or other catastrophe, and 

appropriate action taken as necessary (applies to only field­

constructed aboveground containers) 

112.7(J) Discussion of conformance with applicable more stringent State 
rules, regulations, and guidelines and other effective discharge 

prevention and containment procedures tisted in 40 CFR part 112 

112.7(k) Qualified oil-filled operational equipment is present at the facility11 

PLAN 

Oves 0No 

Dves 

Oil-filled operational equipment means equipment that includes an oil storage container (or multiple containers) in which the oil is 

present solely to SuPport the function of the apparatus or the device. 011-fiUed operational equipment Is not considered a bulk storage 

container, and does not include oil-filled manufacturing equipment (flow-through process). Examples of oil.·filled operational 

equipment include, but are not limited to, hydraulic systems, lubricating systems (e.g. , those for pumps, compressors and other 

rotating equipment, Including pumpjack lubrication systems). gear boxes, machining coolant systems. heat transfer systems, 

transformers. circuit breakers. electrical switches, and other systems containing oil solely to enable ltle operation of the device. 

If YES Check which apply: 

Secondary Containment provided in accordance with 112.7(c) D 
Altemative measure described below (confirm eligibility) D 

112.7(k) Qualified Oil-Filled Operational Equipment 

• Has a single reportable discharge as described in §112.1(b) from any oil-filled 

operational equipment exceeding 1,000 U.S. gallons occurred within the three years 

prior to Plan certification date? 

• Have two reportable discharges as described in §112.1(b) from any oil-filled 

operational equipment each exceeding 42 U.S. gallons occurred within any 12-month 

period within the three years prior to Plan certification date? 12 

Oves ~o 

Oves ~o 0:: 
11 YES'vrl!i(• -r ''' J','' 11'• '''''1''',1''''' 1 11 1 • • :lr, 'i _')/ i <.,f•• 1 '•,' 

Comments: 

• Facility procedure for inspections or monitoring program to 

detect equipment failure and/or a discharge is established and 
documented 

Does not apply ffthe facility has submitted a FRP under §112.20: 
• Contingency plan following 40 CFR part 109 (see Attachment C 

of this checklist) is provided in Plan AND 

• Written commitment of manpower, equipment, and materials 

required to expeditiously control and remove any quantity of oil 

discharged that may be harmful is provided in Plan 

~q/ 771 , r y,ft "C -~-~r(',f ::7 s 

Oves 0No DNA Dves 0No DNA 

Dves0No0NA 

Oves 0No DNA 

""' s. ~ d" ?i b, n /.1-4 ~ . J .,, h "'iJ 4JPR. ,, q,;;s. ;-
,Jo 0;/ /liP/ e'~V~~.A tJ/1 ~-:6, 

:; ~~~tovision does not apply to oil-fil~ manufacturing equipment (flow-through process) 

1 000 
5C:

2
arges that result from natural diSasters, acts of war, or terrorism are not included in this determination. The gallon amount(s) specified (either 

• 
1 

or f ) ref~rs to the. a~unt o~ oil that actually reaches navigable waters or adjoining shorelines not the total amount of oil spilled. The enUre 

vo ume o the discharge 1s oil for this determination. 
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ONSHORE FACILITIES (EXCLUDING PRODUCTION) PLAN FIELD 40 CFR 112.8/112.12 

112.8(b)l112.12(b) Facility Drainage 
/ / 

Diked Areas Drainage from diked storage areas is: Dves 0No DNA lZfves DNo DNA (1) • Restrained by valves, except where facility systems are 
designed to control such discharge, QB 

• Manually activated pumps or ejectors are used and the condition 
of the a&:OmOiauon is mspecled pnor tO ara1ning dike to ensure 
no oil will be discharged , 

~ 

(2) Diked storage area drain valves are manual, open-and-closed Oves 0No I:!JNA DvesONo~NA design (not flapper-type drain valves) 
If drainage is released directly to a watercourse and not into an Oves 0No DNA Oves DNo DNA onsite wastewater treatment plant, retained storm water is inspected 
and discharged per §§112.8(c)(3)(ii), (iii), and (iv) or 
§§112.12lcU3lliil. Ciii). and (il{). /' / 

Undiked Areas Drainage from undiked areas with a potential for discharge designed Dves3No DNA Oves~No0NA (3) to flow into ponds, lagoons, or catchment basins to retain oil or 
retum it to facility. Catchment basin located awav from flood areas.13 (,. d4 i>I4A/I- ) !;,()~ 

(4) If facility drainage not engineered as in (b)(3) (i.e., drainage flows Dves GfNo DNA Oves l!fNo DNA into ponds, lagoons, or catchment basins) then the facility is 
equipped with a diversion system to retain oil in the facility in the 

L44.4/V(, ~c.c- / event of an uncontrolled discharoe.14 

(5) Are facility drainage waters continuously treated in more than one Oves 121No DNA Oves l3No DNA treatment unit and pump transfer is needed? 
If YES • Two "lift" pumps avaUable and at least one permanently installed Oves0No0NA Oves0No DNA 

• Facility drainage systems engineered to prevent a discharge as Oves0No0NA OvesONo DNA described in §112.1(b) in the case of equipment failure or 
human error 

1 / I ' 
Comments: AcctJ,/, ,b .Q1 ,'f,cf j'~>t.'-"'l'f.Q / "7'/t-t.u?tr:; tUCff~.S. ; 'GWYr '""" ~ 

/ ~ df1: t?-v~ o/Jlreu /otL (,J ,-J,:s.·h41f-) 
tA- MIJNr y c • 

, · 1 "" .ont~A ~ l"'"'ft'(: vjJ ~ratfte,?l m., ~ 
(JIJI!-. ,Mot/1,?~ 

112.8(c)/112.12(c) Bulk Storage Containers DNA 
Bulk storage container means any container used to store oil. These containers are used for purposes including, but not fimited to, the storage of oil 
prior to use, While being used, or prior to further distribution in oommeroe. Oil-filled electrical, operating. or manufacturing equipment is not a bulk 
storage container. 
If bulk storage containef3 are not present, mark this section Not Applicable (NA}. If present, complete r;;s sectiOn and Attachment ~f this checklist. 

(1) Containers materials and construction are compatible with material I2JYes 0No DNA I!Jves 0No DNA 
stored and conditions of storage such as pressure and temperature 

~ / 

(2) Except for mobile refuelers and other non-transportation-related tank 
trucks, construct all bulk storage tank installations with secondary 

BYes 0No DNA BVesONo DNA 

containment to hold capacity of largest container and sufficient 
freeboard for precipitation 

~0No0NA ~sONog:-Diked areas sufficiently impervious to contain discharged oil OR 

Alternatively, any discharge to a drainage trench system will be DvesONo~A OvesONo NA 
safely confined in a facility catchment basin or holding pond 

u Oil discharges that result from natural disastef3, acts of war. or terrorism are not included in this determination. The gallon amount(s) specified (either 
1,000 or 42) refers to the amount of oil that actually reaches navigable waters or adjoining shorelines not the total amount of oil spilled. The entire volume of the discharge Is oil for this determination. 
" These provisions apply only when a facility drainage system is used for containment; otherwise marl< NA 
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PLA!i FIEL9 

(3) Is there drainage of uncontaminated rainwater from diked areas into DYes Gf'No DNA DYes l2t"'No DNA 

a storm drain or open watercourse? 

If YES • Bypass valve normally sealed closed DYes 0No DNA 0Yes0No DNA 

. Retained rainwater is inspected to ensure that its presence will DYes 0No DNA DYes 0No DNA 

not cause a discharge as described in §112.1(b) 

0Yes0No DNA DYesDNo DNA 
• Bypass valve opened and resealed under responsible 

supervision 
DYes 0No DNA 0Yes0No DNA 

• Adequate records of drainage are kept; for example, records 

required under permits issued in accordance with 40 CFR 

§§122.41a)(2) and (m)(3) 

(4) For completely buried metallic tanks installed on or after January 10, 

1974 (if not exempt from SPCC regulation because subject to all of 

the technical requirements of 40 CFR part 280 or 261 ): 

0Yes0No~A DYesDNo~A • Provide corrosion protection with coatings or cathodic 

protection compatible with local soil conditions 

0YesDNod~ DYes 0No £:1'~ 
• Regular leak testing conducted 

(5) The buried section of partially buried or bunkered metallic tanks DYes 0No 0NA DYes 0No ~NA 
protected from corros.ion with coatings or cathodic protection 

compatible with local soil conditions ~ 

(6) • Test or inspect each aboveground container for integrity on a DYes 12fNo DNA DYes 0No DNA 

regular schedule and whenever you make material repairs. 

oiiJtMWJI Techniques include, but are not limited to: visual inspection, 

hydrostatic testing, radiographic testing, ultrasonic testing, 

acoustic emissions testing, or other system of non-destructive 

DYes~ONA testing 
DYes DNo DNA 

• Appropriate qualifications for personnel performing tests and 

inspections are identified in the Plan and have been assessed V)Jk~ 
in accordance with industry standards 

0YesG' DNA DYes DNo DNA . The frequency and type of testing and inspections are 

documented, are in accordance with industry standards and 

take into account the container size, configuration and design 

DYes~ONA DYes 0No0NA . Comparison records of aboveground container integrity testing 

are maintained o(.,~QNA ~sDNo0NA • Container supports and foundations regularly inspected 

• Outside of containers frequently inspected for signs of DYes No DNA DYes DNo DNA 

deterioration, discharges, or accumulation of oil inside diked (/JJ~~ 
areas 

DYes ~DNA DYes~.ONA 
• Records of all inspections and tests maintained15 

Integrity Te.' Sta.nda<d Klentifie<J;n the Plano, _i?j,11 ;?.,..-/:. ;b: /',l: /vc~ P'n M..... 

~-t~ ,,~_;;....1'2/v,,d' &>~ ~~~ <- /q,14_ .~,-,jt ~ _4,AS o/ A/}£( s_ "'-- ~ml 

iJ!WttiCJJrJ f~,lK /~.,),-f...u .~n->~t. k"' 
112.12 Conduct formal visual inspection on a ~ular schedule for bulk 

(c)(6)(11) storage containers that meet all of the following conditions: 
0YesDNo0NA DYes0No0NA 

(Applies to • Subject to 21 CFR part 110; • Have no extemallnaulatlon: and 

AFVO Facilities • Bevated; • Shop-fabncated. 
only) • Constructed of austenitic stainless 

steel; 

In addition, you must frequently inspect the outside of the container 

for signs of deterioration, discharges, or accumulation of oil inside 

diked areas. 

Oves0No0NA Oves0No0NA 

You must determine and document in the Plan the appropriate 

qualifications for personnel performing tests and inspections.18 
DYes DNo DNA DvesDNo0NA 

15 
Records of inspections and tests kept under usual and customary business practices will suffice 
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PLAN FIELD 
(7) Leakage through defective internal heating coils controlled: 

OvesONo~ Oves 0No c1r:A • Steam returns and exhaust lines from internal heating coils 
that discharge into an open watercourse are monitored for 
contamination, QB 

Oves 0No~A OvesONo~ • Steam returns and exhaust lines pass through a settling 
tank, skimmer, or other separation or retention system 

L -"' ~ / 
(8) Each container is equipped with at least one of the following for f21Yes [JNo DNA [Zfves DNo 0 NA 

liquid level sensing: U.W/ItCc,L;N 
• High liquid level alanns with an audible or visual • Direct audtble or code signal communication between container gauger 

signal at a constantly attended operation or and pumping station; 
survemance station, or audible air vent in smaller • Fast response system for determining liQUid level (such as digital facilities; computers, telepulse, or direct vision gauges) and a person present to 

• High liquid level pump cutoff devices set to stop monitor gauges and overall fining of bulk containers; or 
flow at a predetermined container content level; • Regularly test liquid level sensina devices to ensure prooor operation. 

(9) Effluent treatment facilities observed frequently enough to detect Oves 0No 13NA Oves 0No 13'NA possible system upsets that could cause a discharge as described in 

.vYtw §112.1(b) 
/ 

(10) Visible discharges which result in a loss of oil from the container, I I!J'ves rJNo DNA elves 0No DNA 
including but not limited to seams, gaskets, piping, pumps, valves, 

(}j,)f"~.,...t /~ fA(j.._ rivets, and bolts are promptly corrected and oil in diked areas is ~/.!, 
promptly removed 

(11) Mobile or portable containers positioned to prevent a discharge as Oves 0No [JNA Oves 0 No 0'NA 
described in §112.1(b). 

DvesONo~A OvesONo~ Mobile or portable containers (excluding mobile refuelers and other 
non-transportation-related tank trucks) have secondary containment 

~~/ / c I' l'bJ ,t"~ with sufficient capacity to contain the largest single compartment or 
container and sufficient freeboard to contain precipitation pt~.li/ """"' ~ti'V•tJ 

112.8(d)f112.12(d)Faclllty transfer operations, pumping, and facility process 
~ / 

(1) Buried piping installed or replaced on or after August 16, 2002 has Oves0No0NA Oves 0No 13'NA 
protective wrapping or coating 

Oves 0No []'(A Oves 0No [2(NA Buried piping installed or replaced on or after August 16, 2002 is 
also cathodically protected or otherwise satisfies corrosion protection 
standards for piping in 40 CFR part 280 or 281 

Oves 0No ITNA Oves 0No [2(N'A Buried piping exposed for any reason is inspected for deterioration; 
corrosion damage is examined; and corrective action is taken 

~L. 

(2) Piping terminal connection at the transfer point is mari<ed as to origin l3ves 0No DNA (]l'ves 0No DNA 
and capped or blank-flanged when not In service or in standby 
service for an extended time / ./ 

(3) Pipe supports are properly designed to minimize abrasion and 0ves 0No DNA 13'ves0No DNA 
corrosion and allow for expansion and contraction 

~ / 

(4) Aboveground valves, piping, and appurtenances such as flange 113'ves DNo DNA [J'ves 0No DNA 
joints, expansion joints, valve glands and bodies, catch pans, 
pipeline supports, locking of valves, and metal surfaces are 
inspected regularly to assess.their general condition 

Dves 0No [2(N'A OvesONo~ -Integrity and leak testing conducted on buried pieing at time of 
installation, modification, construction, relOCation, or replacement j 

(5) Vehicles warned so that no vehicle endangers aboveground piping Oves []No DNA Oves BNo DNA 
and other oil transfer operations 

Comments: ~ J2;c tJclv,X(! n .. t( /r~"'/?;f~r/;'1 ~IV',;., fA(,!J ~.s.l'v';"Q/ 
JJ~ . rl ~ 

/:gt~~ It:> f ha -/ j),.-(> I"' Of' .I'\ 1 ;,:, ), ;,-...,;.,,._ ?:In .5q {VU i}, "'"'~ < <"". 

70 otJIJdnll~as, 
.-.' 4N' ~lit ~cfe/A.,l I ""'P~ • 
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ATTACHMENT A: SPCC FIELD INSPECTION AND PLAN REVIEW TABLE 
Documentation of Field Observations for Containers and Associated R uirements 

Inspectors should use this table to document observations of containers as needed. 
Containe!"J and Piping 

Check containers for leaks, specifically looking for: dlip marks, discoloration of tanks, puddles oontaining spilled or leaked material 
corrosion, cracks, and localized dead vegetation, and standards/specifications of construction. ' 
Check aboveground container foundation for: cracks, discoloration, and puddles containing spilled or leaked material, settling, gaps 
between container and foundation, and damage caused by vegetation roots. 
Check all piping for: droplets of stored material, discoloration, corrosion, bowing of pipe between supports, evidence of stored 
material seepage from valves or seals, evidence of leaks, and localized dead vegetation. For all aboveground piping, include the 
general condition of flange joints, valve glands and bodies, drip pans, pipe supports, bleeder and gauge valves, and other such items 
(Document in comments section of §112.8(d) or 112.12(d).) 
Secondary Containment (Active and Passive) 
Check secondary containment for: containment system (including walls and ftoor) ability to contain oil such that oil will not escape 
the containment system before cleanup occurs, proper sizing, cracks, dlsooloration, presence of spilled or leaked material (standing 
liquid), erosion, corrosion, penetrations in the containment system, and valve conditions. 
Check dike or berm systems for: level of precipitation in dike/available capacity, operational status of drainage valves (closed), dike 
or benn impenneability, debris, erosion, impenneability of the earthen floor/walls of diked area, and location/status of pipes, inlets, 
drainage around and beneath containers, presence of oil discharges within diked areas. 
Check drainage systems for: an accumulation of oil that may have resulted from any smaN discharge, including field drainage 
systems (such as drainage ditches or road ditches), and oil traps, sumps, or skimmers. Ensure any accumulations of oil have been 
promptly removed. 
Check retention and drainage ponda for: erosion, available capacity, presence of spiled or leaked material, debris, and stressed 
vegetation. 
Check active meaaurea (countermeaaures) for: amount indicated in plan is available and appropriate; deployment procedures are 
realistic; material is located so that they are readily available; efficacy of discharge detection; availability of personnel and training, 
appropriateness of measures to prevent a discharge as described in §112.1(b). 

Container 10/ General Storage Capacity and Type Type of ContalnmenU Overfill Protection and Condition 11 

Aboveground or Burled Tank of Oil Drainage Control Testing & lnspectlona 

( 6) f'q ,,.J(.S I~ 0/JO [)t~S£6 

~ 
~ 

( ZJ /ot? k.> /t'.,~ CJ(JO k z 
t)/ 

rt ; -h."~<- 3>0 JL.e~'' 

{ Z) l't~tlt:; tt.r' ~~~~~~" p,~f" 

~,,f 
, 

~ z.. { 1) ?7J 

18 
Identify each tank with either an A to indicate aboveground or B for completely buried 
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ATTACHMENT A: SPCC FIELD INSPECTION AND PLAN REVIEW TABLE (CONT.) 
Documentation of Field Observations for Containers and Associated Requirements 

Container 101 G~neral Storage Capacity and Type Type of Containment! Overfill Protection and 
Condltlon1 

of Oil Draln-ue Control Te.ting & .lnapectton8 
Abo\feground or Burled Tanlt 

11 

Identify each tank with either an A to indicate aboveground orB for completely buried 
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ATTACHMENT 8: SPCC INSPECTION AND TESTING CHECKLIST 
· Required Documentation of Tests and Inspections 

Reoords of inspections and tests required by 40 CFR part 112 signed by the appropriate supervisor or inspector must be kept by all 
facilities with the SPCC Plan for a period of three years. Records of inspections and tests conducted under usual and customary 
business practices will suffice. Documentation of the following inspections and tests should be kept with the SPCC Plan. 

Documentation 
Inspection or Teat Not 

Present Not Applicable 
Present 

112.7-General SPCC Requirements 

(d) Integrity testing for bulk storage containers with no seoondary containment system 
and for which an impracticability determination has been made D D If 

(d) Integrity and leak testing of valves and piping associated with bulk storage 
oontainers with no secondary containment system and for which an impracticability 
determination has been made 

0 0 r:J 
(h)(3) Inspection of lowermost drain and all outlets of tank car or tank truck prior to filling 0 1:1 D and departure from loading/unloading rack 

(i) Evaluation of field-constructed aboveground containers for potential for britUe 
fracture or other catastrophic failure when the container undergoes a repair, D D ~ alteration, reoonstruction or change in service or has discharged oil or failed due to 
brittle fracture failure or other catastrophe 

k(2)(i) Inspection or monitoring of qualified oil-filled operational equipment when the 
equipment meets the qualification criteria in §112.7(k)(1) and facility 

D D r3 owner/operator chooses to implement the alternative requirements in §112.7(k)(2) 
that include an inspection or monitoring program to detect oil-filled operational 
equipment failure and discharges 

112.8/112.12-0nahore Facilities (excluding oil production facilities) 

(b)(1), (b)(2) Inspection of storm water released from diked areas into facility drainage directly to 
0 D IT a watercourse 

(c)(3) Inspection of rainwater released directly from diked containment areas to a storm 

D rr D drain or open watercourse before release, open and release bypass valve under 
supervision, and reoords of drainage events 

(c)(4) Regular leak testing of completely buried metallic storage tanks instaHed on or after D D ~ January 10, 1974 and regulated under40 CFR 112 

(c)(6) Regular integrity testing of aboveground containers and integrity testing after 0 r1' D material repairs, including oomparison records 

(c)(6), Regular visual inspections of the outsides of aboveground oontainers, supports D 12( D (c)(10) and foundations 

(c)(6) Frequent inspections of diked areas for aocumulatlons of oil D 13' 0 
(c)(8)(v) Regular testing of liquid level sensing devices to ensure proper operation D 0' D 

(C)(9) Frequent observations of effluent treatment facilities to detect possible system D [2( D upsets that oould cause a discharge as described in §112.1(b) 

(d)(1) Inspection of buried piping for damage when piping is exposed and additional D D if examination of corrosion damage and corrective action, if present 

(d)(4) Regular inspections of aboveground valves, piping and appurtenances and 

r1 assessments of the general oondition of flange joints, expansion joints, valve D D glands and bodies, catch pans, pipeline supports, locking of valves, and metal 
surfaces 

(d)(4) Integrity and leak testing of buried piping at time of installation, modification, 0 0 1:1 construction, relocation or replacement 
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ATTACHMENT C: SPCC CONTINGENCY PLAN REVIEW CHECKLIST 
40 CFR Part 1 09-Criteria for State, Local and Regional Oil Removal Contingency Plans 

UJ"NA 

If SPCC Plan in?ludes ~n Impracticability determina~on for secondary containment in accordance with §112.7(d), the facility 
owner/operator IS reqUired to provide an oil spill contingency plan following 40 CFR part 109, unless he or she has submitted a FRP 
under §112.20. An oil spill contingency plan may also be developed, unless the facility owner/operator has submitted a FRP under 
§112.20 as one of the required alternatives to general secondary containment for qualified oil filled operational equipment in 
accordance with §112.7(k). 

109.6-0evelopment and Implementation criteria for State, local and regional oil removal contingency plans18 Yes No 
{a) Definition of the authorities, responsibilities and duties of all persons, organizations or agencies which are to 

D D be involved in planning or directing oil removal operations. 

(b) Establishment of notification procedures for the purpose of early detection and timely notification of an oil 
D D discharge including: 

(1) The identification of critical water use areas to facilitate the reporting of and response to oil discharges. D 0 
(2) A current list of names, telephone numbers and addresses of the responsible persons (with alternates) and 

0 D organizations to be notified when an oil discharge is discovered. 

(3) Provisions for access to a reliable communications system for timely notification of an oil discharge, and the 
capability of interconnection with the communications systems established under related oil removal 0 0 contingency plans, particularly State and National plans (e.g., National Contingency Plan (NCP)). 

(4} An established, prearranged procedure for requesting assistance during a major disaster or when the 
situation exceeds the response capability of the State, local or regional authority. D 0 

(c) Provisions to assure that full resource capability is known and can be committed during an oil discharge 
situation including: D D 

(1} The identification and inventory of applicable equipment, materials and supplies which are available locally 
and regionally. D D 

(2) 
remove the maximum oil discharge to be anticipated. 

als and supplies that would be required to 
D D 

(3} Development of agreements and arrangements in advance of an oil discharge for the acquisition of 
equipment, materials and supplies to be used in responding to such a discharge. D D 

(d) Provisions for well-defined and specific actions to be taken after discovery and notification of an oil discharge 
D D including: 

(1) Specification of an oil discharge response operating team consisting of trained, prepared and available 
D D operating personnel. 

(2) Pre-designation of a property qualified oil discharge response coordinator who is charged with the 
responsibility and delegated commensurate authority for directing and coordinating response operations and 

D D who knows how to request assistance from Federal authorities operating under existing national and regional 
contingency plans. 

(3) A preplanned location for an oil discharge response operations center and a reliable communications system 
D 0 for directing the coordinated overall response operations. 

(4) Provisions for varying degrees of response effort depending on the severity of the oil discharge. D D 
(5} Specification of the order of priority in which the various water uses are to be protected where more than one 

water use may be adversely affected as a result of an oil discharge and where response operations may not 
be adequate to protect all uses. D D 

(e) Specific and well defined procedures to facHitate recovery of damages and enforcement measures as 
D D provided for by State and local statutes and ordinances. 

18 
The contingency plan should be consistent with all applicable state and local plans, Area Contingency Plans, and the NCP. 
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I ATTACHMENT 0: TIER II QUALIFIED FACILITY CHECKLIST 

TIER II QUALIFIED FACILITY PLAN REQUIREMENTS -40 CFR 112.6(b) 

112.6(b)(1) Plan Certification: Owner/operator certified in the Plan that: 

(i) He or she is familiar with the requirements of 40 CFR part 112 

(ii) He or she has visited and examined the facilityl9 

(iii) The Plan has been prepared in accordance with accepted and sound industry practices and 
standards and with the requirements of this part 

(iv) Procedures for required inspections and testing have been established 

(v) He or she will fully implement the Plan 

(vi) The facility meets the qualification criteria set forth under §112.3(g)(2) 

(vii) The Plan does not deviate from any requirements as allowed by §§112.7(a)(2) and 112.7(d), 
except as described under §112.6(b)(3)(i) or (ii) 

(viii) The Plan and individual(s) responsible for implementing the Plan have the full approval of 
management and the facility owner or operator has committed the necessary resources to 

fully implement the Plan. 

112.6(b)(2) Technical Amendments: The owner/operator self-certified the Plan's technical amendments 
for a change in facility design, construction, operation, or maintenance that affected potential 

for a §112.1(b) discharge 

If YES • Certification of technical amendments is in accordance with the self-certification 
rovisions of 112.6 b 1 . 

(i) A PE certified a portion of the Plan (i.e., Plan is informally referred to as a hybrid Plan) 

If YES 

(ii) The aggregate aboveground oil storage capacity Increased to more than 10,000 U.S. gallons 
It fthe ch ! 

' 
12(NAj 

O ves 0No 

Dves 0No DNA 

Oves DNo DNA 

Oves0No0NA 

Dves0No0NA 

OvesONo DNA 

Dves 0No DNA 

Dves 0No DNA 

OvesONo DNA 

DvesONo DNA 

OvesONo DNA 

Oves 0No DNA 

0ves0No DNA 

OvesONo DNA 

If YES yll r, :. l'',''''''f'~ 111 r,l"l' 1/,'jl.','l)(/f't'''t~rnSi':..-: LJ)f.",/l{( ld,l:(' 

·' • • ~ ,.J.. • > , J' ~~· ~ 'J1 ,_~<;:;'£ ,':J((· r~I.( 1 V( 'ltCJflfl~f ::;/(,Jd'i£., .... ~1;:,r. ',' 

The owner/operator prepared and implemented a Plan within 6 months following the change 
and had it certified by a PE under §112.3(d) 

112.6(b)(3) Plan Deviations: Does the Plan include enviroMlentally equivalent alternative methods or 

impracticability determinations for secondary containment? 

If YES Identity the alternatives in the hybrid Plan: 

• Environmental equivalent alternative method(s) allowed under §112. 7(a)(2); 

• Impracticability determination under §112.7(d) 

112.6(b)(4) • For each environmentally equivalent measure, the Plan is accompanied by a written 

Comments: 

statement by the PE that describes: the reason for nonconformance, the alternative 
measure, and how it offers equivalent environmental protection in accordance with 
§ 112. 7(a)(2): 

• For each secondary containment impracticability determination, the Plan explains the 
reason for the impracticability determination and provides the alternative measures to 
secondary containment required in §112.7(d) 

AND 

(i) PE certifies in the Plan that: 
(A) He/she is familiar with the requirements of 40 CFR Part 112 

(B) He/she or a representative agent has visited and examined the facility 

(C) The alternative method of environmental equivalence in accordance with §112.7(a)(2) or the 

determination of impracticability and alternative measures in accordance with §112.7(d) is 
consistent with good engineering practice, including consideration of applicable industry 
standards, and with the requirements of 40 CFR Part 112. 

"Note that only the person certifying the Plan can make the site visit 

Oves 0No DNA 

Oves DNo DNA 

Oves DNo DNA 

Oves 0No DNA 

OvesBNo DNA 
Oves No DNA 
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ATTACHMENT E: ADDITIONAL COMMENTS 
. 

1 '5PCC. ?In? /'PJ•"'~ fo b e e7p--c.Jo1oj .6.; J?E t/ 
jl}tJN~.>U'Jl{. /!eM &.'<'/c/'~j J//otf_ 5 bovk-/ hl"(! 
}t?M ;uZ.JtR.twf Jy /I?I.JNAQ' t<-1 n, Ia loL I lz-,,, f J~ Y, 

1 ~: ]1 , , , tf..p,L ,ur/1!1 d~111Jr 1 ::!f"''' ~ h~{'j fi?c /,_ d/'4'~'/l 
td71cb ,ift5 If. I "'dJ/'f:'sU>':J /,;1 p1..,.1 a-- an t:r.!Wl<"'';;, I 

1 ~-~du /'"(j'-- 7'J1V%- h«<ta- -:f/t:,..l9("~n)f'"/c-;:; cpl{)k/)? 1~ 
1 4 ,J J "jJ ('<Za 0- ct 1 1 Ci "I.>.# Cl ). (. -s ---~ /""t/' ;;J /J£1 ~r> ;t;T 

w/.;. 7/ ;a,;L 1 !:> 4c .ok~( 

1 

KflA ,h;Mt/,.j o,i ,p./~ t!' /'Nd 6 f/(j.,., I ~~,p..-k_ 
P11''( ?tVc/.Jcl-lo tllttb:l fftf.t'k."L a/7.6 f7q,ds /?Or/ &rJ 

or1 ~I ,/4 /..qr. j / e ~jt;!l ~ &/ -
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ATTACHMENT E: ADDITIONAL COMMENTS (CONT.) 
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ATTACHMENT F: PHOTO DOCUMENTATION NOTES 

Photo# Photographer Time of Compass Description Name Photo Taken Direction 

at~l!~l ~rr {14(/1 
//~·kJ m ~AJ" 

------·---· -· 
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ATTACHMENT F: PHOTO DOCUMENTATION NOTES (CONT.) 

Photo# Photographer Time of Compass Description 

Name Photo Taken Direction 
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NOTICE OF SPCC INSPECTION WITH DEFICIENCIES UNITED STATES ENVIRONMENTAL PROTECTION AGENCY REGION I 

Additional Inspectors: 

Lea~pector (Print Name & Sign): 
~()t CAN~"AX-

Facility Name: ~~Jt/ {},/ 

Facility EmMt / 

Inspection Number: ---
facility lflx: -- ----II 

Facility Type: 
~lhr-i~ 

'llle purpose ofthe inspection process is to dc:tennine compliance with Section 311 of the Clean Water Act (the kAct"), 33lJ.S.C. § 1321. and the Oil 

Pollution l'rcvention regulations foood at 40 C.I'.R. l'art 112 (the "Regulations''). The scope oft he inspection and plan re\·iew process may include, hut is nol 

limited to, rcvie\\ing !lnd obtaining copies of documents and records; intcn·ie\\ing facility personnel: a physical inspection of the facility (including process 

areas): taking photographs or video; collecting samples; and other activities necessary to determine compliance with the Act and the RctJulations. Please review this Notice ofSI'CC Inspection with l>eficicncics form ("Notice") [atld a11yauaclled doC'ummts] carefully, as they identify deficiencies 

observed by the inspector. l'lcase be lldvisod that this Notice and any attached documcnt(s) may not set forth all deficiencies with the Act and/or RctJulations. 

and that an in-depth review oflhis Notice and any other rclc\·ant infonnation may identify dcficioocies not yet identified herein. Also nnte that the 
deficiencies noted arc preliminar)' ob..wvations only. and this Notice is n2l a final dctennination of compliance or noncompliance. !'lease also be advised that any noncompliance with the Act and! or the Regulations may constitute a violation for which penalties or other relief may be 

sought. Penalties may be assessed upon subsequent findings by a court of law or the Administrator that the facility has violated the Act 1111dfor the 

Regulations. The United States Environmcntall'rotcction Agency nWA"l rcsctvcs the right to initiate an enforcement action under the Act and any other 

applicable law, and to seck penalties and other appropriate relief, for any violation of the Act, the Regulations, or other 11pplicablc laws. 'Ill is Notice and other 

rciC\'&nl information will be reviewed by appropriate EI'A personnel to dctcnninc if any of the deficiencies nClled herein, or any additional deficiencies 

identified in such review. constitute violations of the Act andfor the Regulations and whether an enforcement action is appropriate. EPA will provide \\Titten 

correspondence describing any deficiencies identified during the subsequent inspection rcriew process. To the extent this Notice identifies dcficiencie.~ \\ith the Act andfor Rcgulations,[as spuifi~d in tht auachtd Summary ofSI'CC' /)tfidmC'its[. you are urged 

to correct such deficiencies as soon as possible. I:!' A requests you submit all information, as soon as possible, evidencing your correction of the noted 
deficiencies to: 

Joseph Canzano, I'.E. li.S. Environmental Protoction Agency Region I Oil Spitll'revootion Compliance Coordinator S l'ost Onice Square, Suite 100, OJi-<;04-4 Roston, MA 02109-3912 
If il is nCll fca.~iblc to corroct the deli ciencies "'ithln 30-days of the datt of the insptdion, immediately submit a detailed explanation and schedule 

indicating by when the noted deficiencies will be corrected. If you believe that your facility is not rrquired to have an SJ'CC' Plan. or is in compliance \\ith 

the SJ'('(' regulatory requirements, y{)u may submit an explanation, supported by documentation. as to why the facility is not subject to the Sl'('(' provision of 

the Oill'otlution l'rcvention regulations at 40 ('.fl. R Part 112 or meets its requirements with I• 30-days of the date oftbt iftl!!tdion. -C:onfid~ntial Business Information For the infonnation submitted to HI'A. you may he entitled to claim it as Confidential Business lnfonnation (('BI) pulliUant to t.he regulations set forth in 40 

C.I'.R. l'art 2. If EPA determines the infonnation you ha\'C designated mocts the criteria in. 40 C.F.R. § 2.208, the infonnation \\ill be disclosed only to the 

eKtent and by means of the procedures specified in 40 C.I'.R. l'art 2 Subpart II. Unless ('Bl is claimed. EPA may make the infonnation uvailahl~ to the public 

\\ithout further notice to you. 

Acknowledgement of Inspection Signature oU'at'ility Representative: 4/ ~tL ,_), erlo<. 

TIIIoofPooililyRepresontati..., ~'\~) "\ I 




